
 

                          Building Consistency Meeting 
  Residential 

  

Date 7/01/2015 Recorder and minutes prepared by: Jay E. Garbus/Lon McSwain 

 

Staff present: On File 

 

Public present:   Brandon Burgin; Brian Hall; Scott McCracken  
 

 
1) Approved plans on site- clear and legible, no inspection – There will be no inspection  

 
2) PTAC units and sunrooms (is it conditioned space, when is mechanical permit required?) – For 

heated space need mechanical permit. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
3) Accessibility requirements for townhouses including elevator units (R320 & NC property 

lines/structurally independent) – No it does not need to meet requirement. 
 

4) Underfloor access and ventilation on suspended porch slabs (R408.1.5) – No it does not need to 
vented but needs access.  

 
R408 Wall Vented Crawl Spaces 
 
R408.1.5 Space separation. Wall vented crawl spaces shall be separated from adjoining basements, 
porches and garages by permanent solid wall surfaces with all utility penetrations thru the 
separating wall sealed. Latched, weather-stripped doors or access panels shall provide access 
between the crawl space and such adjoining spaces. 
  
R408.8 Access. A minimum access opening measuring 18 inches by 24 inches (457 mm by 610 
mm) shall be provided to the crawl space. See the North Carolina Mechanical Code for access 
requirements where mechanical equipment is located under floors. 
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SECTION R409 CLOSED CRAWL SPACES 
  
R409.1.2 Access panel/door. A minimum access opening measuring 18 inches by 24 inches (457 
mm by 610 mm) shall be provided to the crawl space. See the North Carolina Mechanical Code 
for access requirements where mechanical equipment is located under floors. To minimize air 
entry, provide a tight fitting access panel/door with a latch mechanism. Access panels or doors 
shall be insulated to a minimum of R-2. 
 

5) Mono slab (full of water?) – Turn it down need to remove water. If you see concrete being poured 
need to tell them to clean it out. 
 

6) Minimum depth of a mono slab? (16”,18” or 20”) – Depends on the situation they will all work. 
 

7) House wrap used as an air barrier? (Air Barrier ASTM E 2178 - chapter 2 definitions) – Air barrier 
needs to meet code and ASTM. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

8) Sprinkler certification letter (required vs. non-required systems?) – Not need for residential 13D. 
If used in townhouse it would be needed. 
 

9) Bulkhead enclosure meeting R311, steps (Required means of egress?) – yes needed to meet the 
requirements if part of egress. 
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10)  Compaction letter for fill soils (slab compaction)? What about CMU/Brick infill? – Need a form 

for compaction or add to subgrade form. 
 

11)  Appendix M corrosion-resistant flashing: http://www.duraflash.net/duraflash_product_info.pdf  
 (R703.8 & ASTME 2112) – Need approved brand and check labels and compatible with wood. 

 
 

 
 
 
 
 

 

http://www.duraflash.net/duraflash_product_info.pdf
http://www.duraflash.net/duraflash_product_info.pdf
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12)    Townhouse soffit material? (non-combustible, FRT, or protect under vinyl) – Use R302.2.5 for 

installation and R302.2.6. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

13)    Detached accessory structure exemption – See Chapter 1 of the Residential Code for definition. 
If used in a commercial setting will need permit. 
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14)    Garage habitable space above, what is the required means of egress – Will need to have approved 

means of egress.  

 
15)    HB255 legal changes – Permitting and Inspections have been changed.  

 
16)    Fireblocking (Approved language?) –Does not need to meet ASTM E 136. Need to read material 

used to see if used in proper application - There is a difference fire stopping and fire blocking. 
  

 

 
 
 
 
 
 
 
 
 
 
 

  Firestop Foam                                                                                                  Fireblock Foam 
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17)   New Defect Codes & inspection result alerts (effective 7-1-2015) – New list starts 1 JUL 15 and 
will show in results of the inspection. 

 

Address: 1234-F  MONFORD DR   CHARLOTTE 

 Result: Passed 

Inspected: FR  IN 

 View notes in website.  

_______________________ 

  

The subject permit has been inspected.  See the details below. 

 Date:             30 Apr 15 13:56:00 

Permit Number:    B2778833 

Permit Status     Issued 

Project Number:   354189 

Project Name:     Press Box Renovation 

Project Address:  1234-F  MONFORD DR   CHARLOTTE 

 Contractor Name:  NVR INC (SOUTH) 

Contractor Phone: 9806781234 

Contractor Email: nvr.inc@bobo.org 

  

Result: Passed 

Task(s) Inspected: ___FR___ / ___IN_____ / _________ 

Defect Codes:  ___ / ___ / ___ / ___ / ___ / ___ / ___ / ___ / ___ / ___   

Defect Note:  __________________________________ 

Inspector's Note:  ____________________________________________________________ 

___________________________________________________________________________ 
 
 
 

WE STRIVE TO PROVIDE EXCELLENT PLAN REVIEW AND INSPECTIONS WITH 

OUTSTANDING CUSTOMER SERVICE 

 
 
Approved By ___Lon McSwain_________ Date _07/10/2015______ 

mailto:nvr.inc@bobo.org

